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SHEET KEYNOTES

GENERAL NOTES

ALL LIGHTING FIXTURES EMERGENCY
BATTERY BALLASTS TO BE SERVED BY
UNSWITCHED SIDE OF CIRCUIT IN ADDITION TO
BEING SWITCHED WITH OTHER ROOM
LIGHTING.

1.

1 INDUSTRIAL TYPE LUMINAIRES IN UNFINISHED AREAS,
WHICH ARE NEAR OBSTRUCTIONS SUCH AS DUCTS,
AHU'S, AND PIPES, SHALL BE:

A)  SUSPENDED SO THAT BOTTOM OF LUMINAIRE IS
      NO HIGHER THAN BOTTOM OF OBSTRUCTION.

B)  LOCATED AT HEIGHT OF LOWEST LUMINAIRE.

C)  MINIMUM HEIGHT:  8'-0".

D)  SHALL NOT BE LOCATED UNTIL LOCATIONS OF
  OBSTRUCTIONS ARE DETERMINED.

E)  PLACED FOR BEST ILLUMINATION OF SPACE.

2 THREE WAY SWITCH CONTROLS ALL LIGHTS IN
PENTHOUSE WITH SWITCH ON SHEET EL2.2.B ON
COLUMN LINE 14/B.
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